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UNDERGROUND GAS PIPING BELOW
BUILDING STRUCTURE SHALL BE
INSTALLED INSIDE A RIGID METAL
CONDUIT AS PER NFPA54.  CONDUIT
SHALL HAVE A DIAMETER OF THE
LARGER OF EITHER 2 INCHES OR 2 PIPE
DIAMETERS LARGER THAN THE GAS
PIPE.  CONDUIT SHALL BE SEALED AND
VENTED TO THE OUTDOORS AS PER
CODE REQUIRES.
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UNDERGROUND GAS PIPING BELOW
BUILDING STRUCTURE SHALL BE
INSTALLED INSIDE A RIGID METAL
CONDUIT AS PER NFPA54.  CONDUIT
SHALL HAVE A DIAMETER OF THE
LARGER OF EITHER 2 INCHES OR 2 PIPE
DIAMETERS LARGER THAN THE GAS
PIPE.  CONDUIT SHALL BE SEALED AND
VENTED TO THE OUTDOORS AS PER
CODE REQUIRES.
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